
CALIFORNIA REGIONAL WATER ~ALITY (X)NTROL OOARD
SAN FRANCIS(X) Bi\Y REGION

ORDER NO. 88-140

UPDATING WASTE DISCHARGE REJ;;1UIREMENTS FOR:

SAN MATEO COUNTY DEPARlMENT OF GENERAL SERVICES
GLENWOOD BOYS RANCH
LA HONDA, SAN MATEO COUNTY

The california Regional water Quality Control Board, San Francisco Bay Region,
hereinafter Board, finds that:

1. San Mateo County Department of General Services and Glenwood Boys Ranch,
hereinafter discharger, submitted a Report of waste Discharge dated April
15, 1988 for renewal of waste Discharge Requirements. Additional
information was submitted by a letter dated June 16, 1988 at the request
of Board staff.

2. Currently, approxilnately 1500 gallons per day (gpd) of sewage from about
15 to 25 staff and 35 to 40 students is being treated by a packaged
extended aeration treatment plant which was builtin 1961. The treatment
plant has a design capacity of 11,000 gpd.

3. Treatment consist of comminuter, aeration tank, settling tank,
chlorination facilities, effluent storage pond, and spray disposal fields.

4. Treated sewage is held in a rectangular storage pond which was installed
in 1980. The pond is ten feet deep and has a capacity of about one million
gallons. The storage pond is equipped with about eight spray heads. water
is pumped from the center of the pond through the spray heads back into
the pond to enhance evaporation. Prior to the onset of rain in the fall,
the pond is pumped down to a depth of five feet. Pumping to the sprayfield
typically takes place intermittently over a two week period in September
of each year. If the winter is exceedingly wet, one additional pumping
period may be necessary during a dry period in the wintertime.

The spray field is located at the top of an adjacent hill. It is
inaccessable being located in the center of a dense stand of poison oak.
The spray disposal fields covers about 60,000 square feet. There are
warning signs at the treatment plant, the storage pond, and the spray
disposal fields. Attachment I shows the location of the spray disposal
fields and is a part of this Order.

5. A small amount of s Ludqe from the settling tank is placed in a pit near
the plant twice a year. No removal has been necessary to date.

6. The discharger is within the watershed of Mindego creek which drains into
Alpine creek and then San Gregorio creek. The Redwood Terrace Mutual water
Company which serves 28 homes takes drinking water from San Gregorio creek
downstream of the discharger.

7. The discharge is presently governed by Order No. 80-31 (Waste Discharge
Requirements), which allows spray disposal.
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